
Florida SouthWestern State College Design & Construction Guidelines 

Communications 270000-1

Note: All products used on FSW State College projects must be in compliance with the 
most current applicable edition of the Florida Building Code. 

DATA CABLING STANDARDS FOR EDISON 
STATE COLLEGE 

Data and Voice Cables 
All cable used must meet manufacture specification for Cat 6 rating and must be 

able to supply such specs upon request from Edison State College. 
PVC cabling may be used unless NEC Code requires Plenum Cabling (Air return 

ceilings) 
All data drops must be tested and certified upon completion. 

Data and Voice Jacks 

Jacks used must be either  Leviton, Ortronics, or Keystone and must meet Cat 6 requirements. 

Plates 

Outlet plates must match the jacks being used and must be labeled per Edison State College 
specs. 

Patch Panels 

Patch panels to be used are Cat 6 Leviton, Ortronics, or Signamax Cat 6. And must support POE 
 (power over eithernet) 
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T568A needs to be T568B on all new patch panels if existing patchpanel is wired 568A then use of 568A wiring is acceptable.
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The use of ceiling wire grid is also acceptable 
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Ceiling grid wire is acceptable when not exceeding weight requirements 
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Voice and Data cables are the same type cable 














