




















SREF 2012/2013 Fire Safety Deficiencies - Edison State College - Collier County Campus

Location, Deficiency Description 

WS A-Bldg.: Under Renovation 1

WS B-Bldg.: No deficiencies noted 2

WS C Bldg.: No deficiencies noted 3

WS D Bldg.: No deficiencies noted 4

WS E Bldg.: No deficiencies noted 5

WS F Bldg.: No deficiencies noted 6

WS G-Bldg: No deficncies noted 7

WS H Bldg.: No deficiencies noted 8

FFPC 1, 11.1.10 WS I-105: Outlet (j-box) cover missing near interior door 0 6-30-13 9

WS J Bldg.: No deficiencies noted 10

NFPA 25, Table 5.1 WS K-113: Quarterly sprinkler inspections not indicated (typical most buildings) 1 6-30-13 11

FFPC 1, 11.1.7.6 WS L-111A: Extension cord plugged into multiplug adapter at refrigerator 0 6-30-13 12

NFPA 70, Art. 110.26 WS M-107A (Bookstore Storage): Electrical panels obstructed 0 6-30-13 13

FFPC 1, 12.7.5.1 WS M-224: Unsealed floor penetration 0 6-30-13 14

NFPA 25, Table 5.1 WS M-Bldg.: Sprinkler inspection past due 0 6-30-13 15

69A-46.041(3)(a) WS N-118: No inspection tag for sprinkler system 0 6-30-13 16

69A-48.006(1) WS N-137: No inspection tag on FACP 0 6-30-13 17

FFPC 1, 12.7.5.1 WS N-206A: Unsealed floor penetrations 0 6-30-13 18

FFPC 1, 12.7.5.1 WS N-233: Unsealed floor penetration (sprinkler riser) 0 6-30-13 19

FFPC 1, 12.7.5.1 WS N-234: Unsealed floor penetrations 0 6-30-13 20

FFPC 1, 12.7.5.1 WS N-2nd Floor Mechanical Room: Unsealed floor penetration (sprinkler riser at back corner of room) 0 6-30-13 21
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SREF 2012/2013 Casualty/Sanitation Deficiencies - Edison State College - Collier County Campus

Location, Deficiency Description 

5(1)(e)8h WS J-116: Vestibule light out 0 6-30-13 1

5(1)(e)8h WS J-119: Corridor light out 0 6-30-13 2

5(1)(e)8h WS L-238: Unmarked chemical bottle 0 6-30-13 3
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SREF 2012/2013 Fire Safety Deficiencies - Edison State College - Labelle Campus

Location, Deficiency Description 

FFPC 1, 13.7.3.2.4 WS A -123: FACP inspection past due 0 3-31-13 1

WS B Bldg.: No deficiencies noted 2

WS C Bldg.: No deficiencies noted 3
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SREF 2012/2013 Casualty/Sanitation Deficiencies - Edison State College - LaBelle Campus

Location, Deficiency Description 

5(2)(a)8 WS Vocational Bldg.: Washout occurring at south edge of concrete drive adjacent to building 1 6-30-13 1
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